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COVER SHEET

ISSUE FOR BID

TYE PRESTON MEMORIAL LIBRARY
ISSUE FOR BID

03/23/2026

05/30/2025 100% SCHEMATIC DESIGN

10/10/2025 100% DESIGN DEVELOPMENT

02/06/2026 100% CONSTRUCTION DOCUMENTS

03/09/2026 BUILDING PERMIT SUBMITTAL

03/23/2026 ISSUE FOR BID

NOT FOR 
ONSTRUCTION

:



CANYON LAKE

FM 306

GUADALUPE RIVER

PROJECT SITE

S. ACCESS RD.

MABEL JONES DR.
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BUILDING

17227 SF
EXISTING AREA

6352 SF
NEW AREA

822 SF
NEW AREA

78 SF
NIC

129 SF
NIC

1723 SF
NIC

102 SF
NIC

56 SF
NIC

45 SF
NIC

1480 SF
NIC

PHASE 1

ADDITION (BASE BID)

THIS PHASE TO BE COMPLETED IN ENTIRETY 
BEFORE PHASES 2A AND 2B BEGIN WORK.

PHASE 2A

CHILDREN'S WING (ALTERNATE 3)

THIS PHASE TO BE COMPLETED FOLLOWING 
COMPLETION OF PHASE 1. NO CONCURRENT 

CONSTRUCTION WORK CAN OCCUR.

PHASE 2B

LIBRARY RENOVATION (ALTERNATE 4)

THIS PHASE TO BE COMPLETED FOLLOWING 
COMPLETION OF PHASE 2A. NO CONCURRENT 

CONSTRUCTION WORK CAN OCCUR.

COMMUNITY ROOM 
RETRACTABLE SEATING & 
PROJECTORS/SCREENS 

(ALTERNATE 2)

1 / A1.02

ALTERNATE 01
PROVIDE ADDITIONAL PARKING STALLS AT SOUTH OF 
SITE, SEE SHEET 
REFER TO CIVIL AND LANDSCAPE DRAWINGS.

ALTERNATE 02
INSTALL RETRACTABLE SEATING SYSTEM, (2) 
ADDITIONAL PROJECTOR SCREENS & (2) ADDITIONAL 
PROJECTORS, SEE THE FOLLOWING SHEETS:
FLOOR PLAN
RCP
REFER TO AV & ELECTRICAL DRAWINGS

ALTERNATE 03
REPLACE EXISTING COMMUNITY ROOMS WITH 
CHILDREN'S WING, SEE FLOOR PLANS, RCPS & 
INTERIOR ELEVATIONS.

ALTERNATE 04
RENOVATE EXISTING LIBRARY, REFER TO FLOOR 
PLANS, RCPS &, INTERIOR ELEVATIONS FOR EXTENT.

ALTERNATE 05
PROVIDE CONDUITS FROM EXISTING SLAB LOCATION 
TO ADDITION. REFER TO TELECOM DRAWINGS.

ALTERNATE 06
PROVIDE  ELECTRICAL CONDUIT ROUTED ABOVE 
CEILING FROM EXISTING PANEL TO ADDITION. REFER TO 
ELECTRICAL DRAWINGS.

1 / A2.04
2 / A2.04
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PROJECT INFORMATION &
SHEET INDEX

ISSUE FOR BID

SHEET INDEXPROJECT DESCRIPTION

PROJECT DIRECTORY

APPLICABLE CODES & PROJECT INFORMATIONVICINITY MAP

BUILDING AREA DATA

CLIENT

TYE PRESTON MEMORIAL LIBRARY
16311 S. ACCESS ROAD
CANYON LAKE, TX 78133
TEL: (830) 964-3744

CONTACT: JENNY RODRIGUEZ

OWNER REPRESENTATIVE

ROSBOROUGH PROJECT MANAGEMENT
TEL: (361) 816-2468

CONTACT: RYAN ROSBOROUGH

ARCHITECT

STEINBERG HART
805 BRAZOS STREET
AUSTIN, TX 78701
TEL: (512) 537-8742

CONTACT: AMANDA RIENTH

LANDSCAPE ARCHITECT

CAMPBELL LANDSCAPE ARCHITECTURE, INC.
608 WEST MONROE STREET
UNIT D
AUSTIN, TX 78704
TEL: (512) 354-6288

CONTACT: JP CASILLAS

CIVIL ENGINEER

KIMLEY-HORN
10814 JOLLYVILLE ROAD
AVALLON IV, SUITE 200
AUSTIN, TX 78759
TEL: (512) 418-1771

CONTACT: JACK LYTLE

STRUCTURAL ENGINEER

DATUM ENGINEERS
311 SIXTH STREET
SAN ANTONIO, TX 78215
TEL: (210) 858-2880

CONTACT: LARRY RICKELS

MECHANICAL / ELECTRICAL / PLUMBING

ENGINEER

CLEARY ZIMMERMAN ENGINEERS
3218 MANOR ROAD
SUITE 200
AUSTIN, TX 78723
TEL: (512) 220-9200

CONTACT: AARON LOVELOCK

IT / AUDIOVISUAL / SECURITY / ACOUSTICS

DATACOM DESIGN GROUP
7551 CALLAGHAN ROAD
SUITE 105
SAN ANTONIO, TX 78229
TEL: (210) 698-6455

CONTACT: ALFONSO DELGADO

COST ESTIMATOR

VERMEULENS
111 CONGRESS STREET
SUITE 500
AUSTIN, TX 78701
TEL: (512) 767-1120

CONTACT: MELISSA CHABOT
JOHN MCKEON

APPLICABLE CODES: 2024 INTERNATIONAL FIRE CODE
2021 INTERNATIONAL BUILDING CODE
2018 INTERNATIONAL MECHANICAL CODE
2018 INTERNATIONAL PLUMBING CODE
2023 NATIONAL ELECTRICAL CODE
2012 TEXAS ACCESSIBILITY STANDARDS
2015 INTERNATIONAL ENERGY CONSERVATION CODE

PROJECT ADDRESS: 16311 S. ACCESS ROAD
CANYON LAKE, TX 78133

OVERALL SITE AREA: 11.6 ACRES
  5.59 ACRES (LOT 1)

6.01 ACRES (LOT 2)

PROPOSED USE: LIBRARY
MEETING ROOMS

OCCUPANCY: A-3 LIBRARY STACKS & READING
A-3 COMMUNITY MEETING ROOMS
B LIBRARY ADMINISTRATION
S-2 STORAGE

CONSTRUCTION TYPE: TYPE III-B 

TOTAL PARKING STALLS: 91 PARKING STALLS (EXISTING)

ADD ALTERNATE 01: 24 ADDITIONAL PARKING STALLS 
115 TOTAL PARKING STALLS

SCALE:    1/16" = 1'-0"

AREA DIAGRAM - LEVEL 01 1
SCALE:    1/16" = 1'-0"

AREA DIAGRAM - LEVEL 01 MEZZ. 2

GROSS BUILDING AREA

AREA TYPE AREA (GSF)

EXISTING AREA 17,227 SF

NEW AREA 7,174 SF

NIC 3,612 SF

TOTAL GSF: 28,013 SF

THE PROJECT SITE IS LOCATED IN CANYON LAKE, COMAL COUNTY, TEXAS. THE SCOPE OF WORK FOR THESE CONTRACT DOCUMENTS IS FOR THE ADDITION TO 
AND RENOVATION OF THE TYE PRESTON MEMORIAL LIBRARY. THE ADDITION INCLUDES NEW COMMUNITY ROOMS AND ASSOCIATED AMENITIES. THE 
RENOVATION INCLUDES RE-ORGANIZATION OF THE COLLECTION AREA, ADMINISTRATION SPACE, AND THE MAKERSPACE. 

THE PROJECT ALSO INCLUDES THE DEVELOPMENT OF ADDITIONAL PARKING.
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00-GENERAL

G0.00 COVER SHEET ● ● ● ● ●

G0.11 PROJECT INFORMATION & SHEET INDEX ● ● ● ● ●

G0.12 GENERAL NOTES, SYMBOLS, & ABBREVIATIONS ● ● ● ● ●

G0.13 PUBLIC ACCESSIBILITY DIAGRAMS - RESTROOMS ● ● ● ● ●

G0.14 PUBLIC ACCESSIBILITY DIAGRAMS - SIGNAGE ● ● ●

G2.01 FIRE / LIFE SAFETY PLANS - LEVEL 1 & MEZZANINE ● ● ● ● ●

01-CIVIL

C0.01 GENERAL NOTES ● ● ● ●

C0.02 GENERAL NOTES ●

C1.01 EXISTING CONDITIONS AND DEMO PLAN ● ● ● ●

C2.01 EROSION AND SEDIMENTATION CONTROL PLAN ● ● ● ●

C2.10 EROSION CONTROL DETAILS ● ● ● ●

C3.01 OVERALL SITE AND PAVING PLAN ● ● ● ●

C3.02 OVERALL GRADING PLAN ● ● ● ●

C3.03 GRADING PLAN (SHEET 1 OF 3) ● ● ● ●

C3.04 GRADING PLAN (SHEET 2 OF 3) ● ● ● ●

C3.05 GRADING PLAN (SHEET 3 OF 3) ● ● ● ●

C3.06 GRADING PLAN (SHEET 4 OF 4) - DRIVE PLAN AND PROFILE ● ● ●

C3.10 SITE AND PAVING DETAILS ● ● ● ●

C4.01 OVERALL UTILITY PLAN ● ● ● ●

C4.10 UTILITY DETAILS ● ● ● ●

C5.01 EXISTING DRAINAGE AREA MAP ● ● ● ●

C5.02 PROPOSED DRAINAGE AREA MAP ● ● ● ●

C5.03 OVERALL STORM PLAN ● ● ● ●

C5.04 DETENTION POND PLAN ● ● ● ●

C6.01 WATER QUALITY PLAN ● ● ● ●

C6.02 WATER QUALITY POND PLAN ● ● ● ●

C6.03 WATER QUALITY CALCULATIONS ● ● ● ●

C6.10 STORM AND POND DETAILS ● ● ● ●

02-LANDSCAPE

L0.00 INDEX AND NOTES ● ● ● ●

L0.01 TREE PROTECTION PLAN ● ● ● ●

L0.02 TREE PROTECTION NOTES ● ● ● ●

L1.00 GRADING NOTES ● ● ● ●

L1.01 GRADING PLAN ● ● ● ●

L1.02 GRADING ENLARGEMENT PLAN ● ● ● ●

L1.03 GRADING ENLARGEMENT PLAN ● ● ● ●

L2.00 MATERIAL SCHEDULE ● ● ● ●

L2.01 HARDSCAPE PLAN ● ● ● ●

L2.02 HARDSCAPE ENLARGEMENT PLANT ● ● ● ●

L2.03 HARDSCAPE ENLARGEMENT PLANT ● ● ● ●

L3.00 HARDSCAPE DETAILS ● ● ● ●

L3.01 HARDSCAPE DETAILS ● ● ● ●

L3.02 HARDSCAPE DETAILS ● ● ●

L4.00 PLANTING NOTES ● ● ● ●

L4.01 PLANTING PLAN ● ● ● ●

L4.02 PLANTING ENLARGEMENT PLAN ● ● ● ●

L4.03 PLANTING ENLARGEMENT PLAN ● ● ● ●

L5.00 PLANTING DETAILS ● ● ● ●

03-ARCHITECTURAL DEMOLITION

D1.01 DEMOLITION SITE PLAN ● ● ● ●

D1.02 DEMOLITION PLANS & NOTES - BASE BID & ALTERNATES ● ● ● ●

D1.11 DEMOLITION REFLECTED CEILING PLANS - ALTERNATES ● ● ● ●

D1.20 DEMOLITION PHOTO DETAILS ● ● ●

04-ARCHITECTURAL

A1.01 SITE PLAN - BASE BID ● ● ● ● ●

A1.02 SITE PLAN - ALTERNATE 01 ● ● ●

A2.01 LEVEL 01 FLOOR PLAN - BASE BID ● ● ● ● ●

A2.02 LEVEL 01 REFLECTED CEILING PLAN - BASE BID ● ● ● ●

A2.03 ROOF PLAN - BASE BID ● ● ● ● ●

A2.04 LEVEL 01 FLOOR PLAN & RCP - ALTERNATE 02 ● ● ●

A2.05 LEVEL 01 FLOOR PLAN - ALTERNATES 03 & 04 ● ● ● ●

A2.06 LEVEL 01 REFLECTED CEILING PLAN - ALTERNATES 03 & 04 ● ● ● ●

A3.01 EXTERIOR ELEVATIONS - BASE BID ● ● ● ● ●

A3.02 EXTERIOR ELEVATIONS - BASE BID ● ● ● ● ●

A3.03 EXTERIOR ELEVATIONS - ALTERNATE 04 ● ● ●

A3.31 BUILDING SECTIONS ● ● ● ● ●

A3.32 BUILDING SECTIONS ● ● ● ● ●

A3.33 BUILDING SECTIONS - ALTERNATE 03 ● ● ●

A3.34 BUILDING SECTIONS - ALTERNATE 04 ● ● ●

A3.71 WALL SECTIONS ● ● ● ●

A4.31 INTERIOR ELEVATIONS - BASE BID ● ● ● ●

A4.32 INTERIOR ELEVATIONS - BASE BID ● ● ● ●

A4.41 INTERIOR ELEVATIONS - ALTERNATE 03 ● ● ● ●

A4.42 INTERIOR ELEVATIONS - ALTERNATE 04 ● ● ● ●

A4.43 INTERIOR ELEVATIONS - ALTERNATE 04 ● ● ● ●

A4.44 INTERIOR ELEVATIONS - ALTERNATE 04 ● ● ● ●

A4.45 INTERIOR ELEVATIONS - ALTERNATE 04 ● ● ● ●

A4.51 ENLARGED RESTROOM PLANS & ELEVATIONS - BASE BID ● ● ● ●

A4.52 ENLARGED RESTROOM PLANS & ELEVATIONS - BASE BID ● ● ● ●

A6.01 PARTITION TYPES, METAL STUD ● ● ● ●

A6.11 DOOR AND HARDWARE SCHEDULES AND DETAILS ● ● ● ●

A6.21 EXTERIOR STOREFRONT / WINDOWS ● ● ●

A6.22 INTERIOR STOREFRONT / GLAZED OPENINGS ● ● ●

A6.91 ROOF ASSEMBLIES ● ● ●

A8.10 INTERIOR DETAILS - ALTERNATE 03 ● ● ●

A8.11 INTERIOR DETAILS - TEEN WALL - ALTERNATE 04 ● ● ●

A8.12 INTERIOR DETAILS - SERVICE DESKS - ALTS 03 & 04 ● ● ●

A8.21 ACOUSTICAL CEILING TILE DETAILS (GRID SYSTEM) ● ● ●

A8.22 GYP BOARD CEILING DETAILS (FRAMED) ● ● ●

A9.01 FINISH SCHEDULE ● ● ● ●

A9.11 FINISH PLAN - LEVEL1 BASE BID ● ● ● ●

A9.12 FINISH PLAN - LEVEL1 ALTERNATES ● ● ● ●

A9.21 FINISH DETAILS ● ● ● ●

A9.22 FINISH DETAILS ● ● ●

A9.51 FURNITURE PLAN - LEVEL 01 BASE BID ● ● ● ●

A9.52 FURNITURE PLAN - LEVEL 01 ALTERNATES ● ● ● ●

A9.55 FURNITURE DETAILS - ALTERNATE 03 ● ● ●

A9.60 CASEWORK DETAILS ● ● ●

A9.61 CASEWORK DETAILS ● ● ●

A9.62 CASEWORK DETAILS ● ● ●

05-STRUCTURAL

S1.01 TYPICAL ABBREVIATIONS, SYMBOLS AND PLAN NOTES ● ● ●

S1.02 GENERAL NOTES ● ● ●

S1.03 SPECIAL INSPECTIONS FOR STRUCTURAL ELEMENTS ● ●

S2.01 FOUNDATION PLAN ● ● ●

S2.03 ROOF ● ● ●

S2.11A ENLARGED FOOTING PLAN ● ●

S2.11B ENLARGED SLAB PLAN ● ● ●

S2.11C ENLARGED WOOD DECK PLAN ● ●

S2.12 ENLARGED MEZZANINE FRAMING PLAN ● ● ●

S2.13 ENLARGED ROOF FRAMING PLAN ● ● ●

S2.20 BLDG SECTIONS ● ● ●

S2.21 BLDG ELEV ● ●

S3.01 TYPICAL SLAB-ON-GRADE DETAILS ● ● ●

S3.02 CONCRETE GRADE BEAM DETAILS ● ● ●

S3.10 CONCRETE DETAILS ● ● ●

S3.11 CONCRETE DETAILS ● ●

S4.01 SIMPLE BEAM CONNECTION DETAILS ● ● ●

S4.02 TUBE COLUMN BASE-PLATE SCHEDULE AND DETAILS ● ● ●

S4.10 FRAMING DETAILS ● ● ●

S4.11 FRAMING DETAILS ● ●

S5.00 WIND BRACE TYP. DETAILS - TUBE COLUMN AND TUBE BRACE ● ●

S5.01 WIND BRACE ELEVATIONS ● ●
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06-MECHANICAL

M000 MECHANICAL SYMBOLS & ABBREVIATIONS ● ●

MD111 FIRST FLOOR MECHANICAL DEMOLITION PLAN ● ●

M111 FIRST FLOOR MECHANICAL PLAN ● ●

M301 MECHANICAL EQUIPMENT SCHEDULES ● ●

M501 MECHANICAL DETAILS ● ●

07-PLUMBING

P000 PLUMBING SYMBOLS & ABBREVIATIONS ● ●

PD111 FIRST FLOOR PLUMBING DEMOLITION PLAN ● ●

P101 UNDERFLOOR PLUMBING PLAN ● ●

P111 FIRST FLOOR PLUMBING PLAN ● ●

P201 UNDERFLOOR ENLARGED PLUMBING PLAN ● ●

P202 FIRST FLOOR ENLARGED PLUMBING PLAN ● ●

P203 ENLARGED PLUMBING PLANS ● ●

P301 PLUMBING SCHEDULES ● ●

P401 PLUMBING RISERS ●

P501 PLUMBING DETAILS ● ●

08-ELECTRICAL

E0.00 ELECTRICAL SYMBOLS & ABBREVIATIONS ● ●

ED1.01 ELECTRICAL DEMOLITION PLAN ● ●

E0.01 ELECTRICAL SITE PLAN ● ●

E1.01 ELECTRICAL LIGHTING PLAN - PLAN A ● ●

E1.02 ELECTRICAL LIGHTING PLAN - PLAN B ● ●

E2.01 ELECTRICAL POWER PLAN - PLAN A ● ●

E2.02 ELECTRICAL POWER PLAN - PLAN B ● ●

E3.01 ELECTRICAL SPECIAL SYSTEMS PLAN - PLAN A ● ●

E3.02 ELECTRICAL SPECIAL SYSTEMS PLAN - PLAN B ● ●

E4.01 ELECTRICAL RISER DIAGRAM ● ●

E6.01 ELECTRICAL DETAILS ● ●

10 - AUDIOVISUAL

AVI0.01 LEGEND AND NOTES - AUDIOVISUAL INFRASTRUCTURE ● ● ● ●

AVI2.01 LEVEL 01 FLOOR PLAN - AUDIOVISUAL INFRASTRUCTURE ● ● ● ●

AVI2.02 LEVEL 01 FLOOR PLAN - ALTERNATES - AUDIOVISUAL
INFRASTRUCTURE

● ● ●

AVI2.51 LEVEL 01 REFLECTED CEILING PLAN - BASE BID - AUDIOVISUAL
INFRASTRUCTURE

● ● ● ●

AVI2.53 LEVEL 01 REFLECTED CEILING PLAN - ALTERNATES - AUDIOVISUAL
INFRASTRUCTURE

● ● ●

AVI4.01 GENERAL DETAILS - AUDIOVISUAL INFRASTRUCTURE ● ● ● ●

AVI4.02 GENERAL DETAILS - AUDIOVISUAL INFRASTRUCTURE ● ● ●

AVI5.01 ONE-LINE DIAGRAMS - AUDIOVISUAL SYSTEMS ● ● ●

AVI5.02 ONE-LINE DIAGRAMS - AUDIOVISUAL SYSTEMS ● ● ●

11 - COMMUNICATIONS

T0.01 LEGEND AND NOTES - COMMUNICATIONS ● ● ● ●

T2.01 LEVEL 01 FLOOR PLAN - COMMUNICATIONS ● ● ● ●

T2.02 LEVEL 01 FLOOR PLAN - ALTERNATES - COMMUNICATIONS ● ● ●

T4.01 GENERAL DETAILS - COMMUNICATIONS ● ● ● ●

12 - SECURITY

SC0.01 LEGEND AND NOTES - SECURITY ● ● ● ●

SC2.01 LEVEL 01 FLOOR PLAN - SECURITY ● ● ● ●

SC2.02 LEVEL 01 FLOOR PLAN - ALTERNATES - SECURITY ● ● ● ●

SC3.01 DOOR ELEVATION DETAILS - SECURITY ● ● ● ●

SC4.01 GENERAL DETAILS - SECURITY ● ● ● ●

LIST OF ALTERNATES & PHASING PLAN

05/30/2025 100% SCHEMATIC DESIGN

10/10/2025 100% DESIGN DEVELOPMENT

02/06/2026 100% CONSTRUCTION DOCUMENTS

03/09/2026 BUILDING PERMIT SUBMITTAL
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GRAPHIC SYMBOLS LEGENDABBREVIATIONS

" INCH

# POUND

& AND

' FOOT

+/-, ± PLUS MINUS

/ OR

< ANGLE

@ AT

x BY

° DEGREES

Ø DIAMETER

A

A/C AIR CONDITIONING

ABV ABOVE

AC ASPHALT CONCRETE

ACC ACCESSIBLE

ACM ALUMINUM COMPOSITE METAL

ACOUS ACOUSTICAL

ACP ACOUSTICAL CEILING PANEL

ACT ACOUSTICAL CEILING TILE

AD AREA DRAIN

ADDL ADDITIONAL

ADJ ADJUSTABLE

AFF ABOVE FINISH FLOOR

AGGR AGGREGATE

AHJ AUTHORITY HAVING JURISDICTION

AL ALUMINUM

ALT ALTERNATE

ANC ANCHOR

ARCH ARCHITECTURAL

ASPH ASPHALT

AUTO AUTOMATIC

B

B/W BETWEEN

BD BOARD

BIT BITUMINOUS

BKG BACKING

BLDG BUILDING

BLKG BLOCKING

BM BEAM

BO BOTTOM OF

BR BACKER ROD

BRKT BRACKET

BSMT BASEMENT

BUR BUILT-UP ROOF

C

CBU CEMENTITIOUS BOARD UNIT

CER CERAMIC

CFCI CONTRACTOR FURNISHED CONTRACTOR INSTALLED

CFOI CONTRACTOR FURNISHED OWNER INSTALLED

CH CHANNEL

CI CAST IRON

CIP CAST IN PLACE

CJ CONTROL JOINT

CL CENTERLINE

CLG CEILING

CLO CLOSET

CLR CLEAR

CMU CONCRETE MASONRY UNIT

COL COLUMN

COMM COMMUNICATION /S

CONC CONCRETE

CONN CONNECTION

CONST CONSTRUCTION

CONT CONTINUOUS

CONTR CONTRACTOR

COORD COORDINATE

CORR CORRIDOR

CPT CARPET

CR CARD READER

CT CERAMIC TILE

CTR CENTER, COUNTER

CTSK COUNTERSUNK

CW CURTAIN WALL

D

D/DN DOWN

DBL DOUBLE

DD DECK DRAIN

DEMO DEMOLITION

DEPT DEPARTMENT

DET DETAIL

DF DRINKING FOUNTAIN

DIA DIAMETER

DIAG DIAGONAL

DIM /S DIMENSION /S

DISP DISPENSER

DR DOOR

DWG /S DRAWING /S

DWR DRAWER

E

(E) EXISTING

E EAST

EA EACH

EB EXPANSION BOLT

EF EACH FACE

EJ EXPANSION JOINT

EL ELEVATION

ELEC ELECTRICAL

ELEV ELEVATOR

EMBED EMBED/MENT

ENCL ENCLOSURE

ENG ENGINEER

EP ELECTRICAL PANEL

EPS EXPANDED POLYSTYRENE

EQ EQUAL

ES EACH SIDE

ESCUT ESCUTCHEON

EVCS ELECTRIC VEHICLE CHARGING STATION

EW EACH WAY

EWC ELECTRIC WATER COOLER

EXP EXPANSION, EXPOSED

EXT EXTERIOR

EXTR EXTRUDED

F

F/LS FIRE LIFE SAFETY

FA FIRE ALARM

FAC FACTORY

FACP FIRE ALARM CONTROL PANEL

FC FLOOR CLOSER

FDC FIRE DEPARTMENT CONNECTION

FDN FOUNDATION

FE FIRE EXTINGUISHER

FEC FIRE EXTINGUISHER CABINET

FEV FUEL EFFICIENT VEHICLE

FF FACTORY FINISH, FINISH FLOOR

FHVC FIRE HOSE VALVE CABINET

FIN FINISH

FL FLOOR

FL SK FLOOR SINK

FO FACE OF

FOC FACE OF CONCRETE

FOF FACE OF FINISH

FOM FACE OF MASONRY

FOS FACE OF STUD

FP FIREPROOF /ING

FR FROM

FR FIRE RATED

FS FIRE SPRINKLER

FSR FIRE SPRINKLER RISER

FT FOOT OR FEET

FTG FOOTING

FURR FURRING

FUT FUTURE

G

GA GAUGE

GALV GALVANIZED

GB GRAB BAR

GC GENERAL CONTRACTOR

GEN GENERATOR

GFRC GLASS FIBER REINFORCED CONCRETE

GFRG GLASS FIBER REINFORCED GYPSUM

GI GALVANIZED IRON

GL GLASS, GRID LINE

GLB GLUE LAMINATED BEAM

GLU-LAM GLUE LAMINATED

GLZ GLAZING

GND GROUND

GR GRADE

GRAIL GUARDRAIL

GSM GALVANIZED SHEET METAL

GWB GYPSUM WALL BOARD

GYP GYPSUM

H

HB HOSE BIB

HC HOLLOW CORE

HDBD HARDBOARD

HDR HEADER

HDWD HARDWOOD

HDWR HARDWARE

HM HOLLOW METAL

HO HOLD OPEN

HP HIGH POINT

HR HOUR

HRAIL HANDRAIL

HT HEIGHT

HTR HEATER

HTSAF HIGH TEMPERATURE SELF-ADHERING FLASHING

HVAC HEATING, VENTILATING AND AIR CONDITIONING

I

ID INSIDE DIAMETER/DIMENSION, INTERIOR DESIGN

IGU INSULATED GLASS UNIT

IMP INSULATED METAL PANEL

INCL INCLUDE

INSUL INSULATION /ING

INT INTERIOR

INTER INTERMEDIATE

INV INVERT

J

JAN JANITOR

JST JOIST

JT JOINT

K

KIT KITCHEN

KP KICK PLATE

L

L/SCAPE LANDSCAPE

LAB LABORATORY

LAM LAMINATE /D

LAV LAVATORY

LEV LOW EMITTING VEHICLE

LL LEAD LINED

LLH LONG LEG HORIZONTAL

LLV LONG LEG VERTICAL

LP LOW POINT

LT LIGHT

LVT LUXURY VINYL TILE

LW LIGHT WEIGHT

M

MACH MACHINE

MATL MATERIAL

MB MACHINE BOLT

MC MEDICINE CABINET

MDF MEDIUM-DENSITY FIBERBOARD

MECH MECHANICAL

MED MEDIUM

MEMB MEMBRANE

MEP MECHANICAL, ELECTRICAL, PLUMBING

MEPS MOLDED EXPANDED POLYSTYRENE

MEZZ MEZZANINE

MFR MANUFACTURER

MH MANHOLE

MIN MINIMUM OR MINUTE

MISC MISCELLANEOUS

MMR MOLD & MOISTURE RESISTANT

MO MASONRY OPENING

MOD BIT MODIFIED BITUMEN

MTD MOUNTED

MTG MOUNTING

MTL METAL

MUL MULLION

N

N NORTH

NIC NOT IN CONTRACT

NO NUMBER

NOM NOMINAL

NR NON-RATED

NTS NOT TO SCALE

O

O / H OVERHEAD

OC ON CENTER

OD OUTSIDE DIAMETER / DIMENSION

OFCI OWNER FURNISHED CONTRACTOR INSTALLED

OFD OVERFLOW DRAIN

OFF OFFICE

OFOI OWNER FURNISHED OWNER INSTALLED

OH OPPOSITE HAND

OPG OPENING

OPP OPPOSITE

P

PEN PENETRATION

PERF PERFORATED

PERP PERPENDICULAR

PIV POST INDICATOR VALVE

PL PLATE, PROPERTY LINE

PLAM PLASTIC LAMINATE

PLAS PLASTER

PLUMB PLUMBING

PLWD PLYWOOD

PNL PANEL

POL POLISHED

PR PAIR

PRCST PRECAST

PREFAB PREFABRICATED

PROJ PROJECTION

PRTR PRESERVATIVE TREATED

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PT PAINT (FIELD)

PTD PAINTED (FACTORY)

PTD/R PAPER TOWEL DISPENSER OR RECEPTACLE

PTM PAINT TO MATCH

PTN PARTITION

PTR PRESSURE TREATED

PVC POLYVINYL CHLORIDE

Q

QT QUARRY TILE

QTY QUANTITY

R

R RISE(R)

RAD RADIUS

RB RESILIENT BASE

RCP REINFORCED CONCRETE PIPE, REFLECTED CEILING PLAN

RD ROOF DRAIN

RDWD REDWOOD

REF REFERENCE, REFRIGERATOR

REFL REFLECTED

REG. REGISTER

REINF REINFORCED /ING /MENT

REQ REQUIRED

RESIL RESILIENT

RET RETAINING, RETARDANT

REV REVISION

RM ROOM

RO ROUGH OPENING

RWL RAIN WATER LEADER

S

S SOUTH, SINK

SAF SELF ADHERED FLASHING

SAFS SLOTTED ADJUSTABLE FRAMING SYSTEM

SAN SANITARY

SC SOLID CORE

SCD SEAT COVER DISPENSER

SCD SEE CIVIL DRAWINGS

SCHED SCHEDULE

SD SOAP DISPENSER

SECT SECTION

SED SEE ELECRICAL DRAWINGS

SF SQUARE FOOT OR FEET

SH SHELF

SHT SHEET

SHTG SHEATHING

SHWR SHOWER

SIM SIMILAR

SJ SEISMIC JOINT

SL SEALANT

SLD SEE LANDSCAPE DRAWINGS

SLOT SLOTTED

SM SHEET METAL

SMD SEE MECHANICAL DRAWINGS

SND SANITARY NAPKIN DISPENSER

SNR SANITARY NAPKIN RECEPTACLE

SOF SOFFIT

SOG SLAB ON GRADE

SPEC /S SPECIFICATION /S

SQ SQUARE

SS STAINLESS STEEL

SSD SEE STRUCTURAL DRAWINGS

SSK SERVICE SINK

SSM SOLID SURFACING MATERIAL

STA STATION

STC SOUND TRANSMISSION COEFFICIENT

STD STANDARD

STIFF STIFFENER

STL STEEL

STN STAIN

STOR STORAGE

STRUCT STRUCTURAL

SUSP SUSPENDED

SV SHEET VINYL

SY SQUARE YARD

SYM SYMMETRICAL

SYN SYNTHETIC

SYS SYSTEM

T

T TEMPERED, TREAD

T&B TOP AND BOTTOM

T&G TONGUE AND GROOVE

TB TIE BACK

TCNA TILE COUNCIL OF NORTH AMERICA

TEL TELEPHONE

TEMP TEMPERATURE

THERM THERMOSTAT, THERMAL

TO TOP OF

TO PL TOP OF PLATE

TOC TOP OF CONCRETE

TOP TOP OF PARAPET

TOS TOP OF STEEL

TOW TOP OF WALL

TPD TOILET PAPER DISPENSER

TPO THERMOPLASTIC MEMBRANE

TYP TYPICAL

U

U/G UNDER GROUND

U/S UNDERSIDE

UL UNDERWRITER'S LABORATORIES

UON UNLESS OTHERWISE NOTED

UR URINAL

V

VCP VITREOUS CLAY PIPE

VCT VINYL COMPOSITION TILE

VERT VERTICAL

VEST VESTIBULE

VG VERTICAL GRAIN

VIF VERIFY IN FIELD

VTR VENT THROUGH ROOF

VWC VINYL WALL COVERING

W

W WEST, WIDTH

W/ WITH

W/O WITHOUT

WC WATER CLOSET

WD WOOD

WDW WINDOW

WK WORK

WP WATERPROOF

WRB WATER RESISTANT BARRIER

WS WOOD SCREW

WSCT WAINSCOT

WT WEIGHT

WWF WELDED WIRE FABRIC

WWM WELDED WIRE MESH

X

XFMR TRANSFORMER

GENERAL NOTES

QUALITY REQUIREMENTS

1. THIS CONSTRUCTION CONTRACT IS FOR THE CONSTRUCTION OF A COMPLETE AND FULLY 
FUNCTIONING INSTALLATION. THESE DOCUMENTS DESCRIBE THE DESIGN INTENT AND 
SPECIFIC REQUIREMENTS OF THE INSTALLATION. THESE DOCUMENTS DO NOT INTEND TO 
SHOW EVERY ITEM REQUIRED TO CONSTRUCT THE WORK. ITEMS SUCH AS FASTENERS, 
CONNECTORS, FILLERS, MISCELLANEOUS CLOSURE ELEMENTS, ANCILLARY CONTROL 
WIRING AND POWER WHERE REQUIRED FOR THE CONTROL OR OPERATION OF THE 
PROVIDED EQUIPMENT ARE NOT ALWAYS SHOWN BUT ARE CONSIDERED INCLUDED IN 
THE SCOPE OF THE WORK.  IT IS THE RESPONSIBILITY OF THE GENERAL CONTRACTOR TO 
PROVIDE A FULLY FUNCTIONING INSTALLATION WHICH MEETS THE DESIGN INTENT, 
INCLUDING THE SPECIFIC REQUIREMENTS INCLUDED IN THESE DOCUMENTS.

2. THE INTENT OF THE DRAWINGS AND SPECIFICATIONS IS TO CONSTRUCT THE WORK IN 
CONFORMANCE WITH TEXAS STATE CODES, AND ALL OTHER APPLICABLE LOCAL, 
COUNTY, STATE, AND FEDERAL CODES, LAWS, AND ORDINANCES.  NOTHING IN THE 
CONTRACT DOCUMENTS IS TO BE CONSTRUED AS PERMITTING WORK NOT CONFORMING 
TO THESE CODES, LAWS, ORDINANCES AND REGULATIONS.  SHOULD ANY CONDITION 
DEVELOP WHICH IS NOT COVERED BY THE CONTRACT DOCUMENTS, WHEREIN FINISHED 
WORK WILL NOT COMPLY WITH THE AFOREMENTIONED REGULATIONS, A CHANGE ORDER 
DETAILING AND SPECIFYING THE REQUIRED WORK SHALL SUBMITTED TO AND APPROVED 
BY THE AGENCY HAVING JURISDICTION BEFORE PROCEEDING WITH THE WORK.

3. IF DISCREPANCIES EXIST BETWEEN THE SPECIFICATIONS AND DRAWINGS, THE MORE 
STRINGENT AND HIGHEST QUALITY & QUANTITY REQUIREMENTS SHALL PREVAIL.  NOTIFY 
THE ARCHITECT OF ANY DISCREPANCIES BEFORE PROCEEDING WITH THE WORK.

4. IN THE EVENT CERTAIN FEATURES OF THE CONSTRUCTION ARE NOT FULLY SHOWN ON 
THE CONSTRUCTION DOCUMENTS, THEN CONSTRUCTION SHALL BE OF THE SAME 
CHARACTER AS FOR SIMILAR CONDITIONS THAT ARE SHOWN.

5. PROVIDE ACCESS PANELS AS INDICATED ON THE MECHANICAL, PLUMBING, AND 
ELECTRICAL DRAWINGS, AND AS REQUIRED BY THESE CONTRACT DOCUMENTS. ACCESS 
PANELS SHALL BE PAINTED TO MATCH THE ADJACENT WALL SURFACE, U.O.N. ALL 
LOCATIONS NOT SHOWN ON THE ARCHITECTURAL REFLECTED CEILING PLAN SHALL BE 
REVIEWED AND APPROVED BY THE ARCHITECT BEFORE INSTALLATION.

6. PROVIDE SUPPLY AND EXHAUST VENTS AS SHOWN ON THE ARCHITECTURAL DRAWINGS 
AND WHERE REQUIRED / INDICATED ON THE MECHANICAL, ELECTRICAL, PLUMBING, LOW-
VOLTAGE AND FIRE PROTECTION DRAWINGS.

7. INSTALL ACOUSTICAL ISOLATION AND PROTECTION AS REQUIRED.

8. PROVIDE THROUGH AND MEMBRANE PENETRATION PROTECTION  AT FIRE RATED WALL, 
FLOOR-CEILING, AND ROOF-CEILING ASSEMBLIES.

9. PROVIDE A 4” HIGH CONCRETE HOUSEKEEPING PAD AT ALL FLOOR MOUNTED 
ELECTRICAL SWITCHGEAR AND EQUIPMENT.

10. AT FLOORS AND ROOFS, PROVIDE SLEEVED PENETRATIONS TO ACCOMMODATE VENTS, 
RISERS,  CONDUITS AND VERTICAL SYSTEMS INDICATED IN THE MEP DRAWINGS AND AS 
REQUIRED ELSEWHERE IN THE CONTRACT DOCUMENTS. 

11. APPLIANCES – GENERALLY, THIS EQUIPMENT IS DELIVERED FACTORY DIRECT, MOUNTING 
& CONNECTIONS NOT INCLUDED. PROVIDE ALL NECESSARY MECHANICAL, PLUMBING, 
AND ELECTRICAL INFRASTRUCTURE TO MAKE THE EQUIPMENT FUNCTION PROPERLY.  
MOUNT AND MAKE ALL REQUIRED CONNECTIONS TO MAKE THE EQUIPMENT FUNCTION 
PROPERLY.

TEMPORARY FACILITIES AND CONTROLS

1. PROVIDE WATER, SEWER, POWER, AND TELEPHONE CONNECTIONS TO THE 
CONSTRUCTION TRAILER.

EXECUTION

1. CHECK AND VERIFY ALL DIMENSIONS, ELEVATIONS, AND LAYOUTS ON THE PROJECT SITE 
BEFORE WORK BEGINS.  BRING CONFLICTS AND DISCREPANCIES TO THE ARCHITECT'S 
ATTENTION BEFORE CONSTRUCTION BEGINS.

2. VISIT THE SITE IN ORDER TO FAMILIARIZE THEMSELVES WITH THE EXISTING CONDITIONS, 
VERIFY THE EXISTING CONDITIONS SHOWN ON THE DRAWINGS, AND CONFIRM THE 
IMPACT OF THE PROPOSED  WORK INDICATED ON THE DRAWINGS AND SPECIFICATIONS. 
ANY QUESTIONS REGARDING THE COORDINATION OF  WORK OR EXISTING CONDITIONS 
MUST BE SUBMITTED TO THE OWNER IN WRITING WITH ADEQUATE TIME FOR RESPONSE.

3. INSTALL ALL PRODUCTS IN COMPLIANCE WITH THEIR MANUFACTURER’S LISTED 
REQUIREMENTS, RECOMMENDATIONS AND IN STRICT COMPLIANCE WITH APPROVED 
LABORATORY TEST REPORTS (I.E. ICC-ES REPORTS, N.E.R., F.A., ETC.). INSTALLATION 
SHALL MEET ALL REQUIREMENTS NECESSARY TO MAINTAIN PRODUCT GUARANTEE AND 
WARRANTIES.  FAILURE TO SATISFY MANUFACTURER’S INSTALLATION REQUIREMENTS 
WILL CONSTITUTE THE GENERAL CONTRACTOR’S AND SUBCONTRACTOR’S ACCEPTANCE 
OF PRODUCT GUARANTEE OR WARRANTY LIABILITIES.

4. UNLESS OTHERWISE NOTED, “IN-PLANE” WALLS AND CEILINGS THAT RECEIVE  GYP. BD. 
SHALL MAINTAIN A CONTINUOUS PLANAR SURFACE. FURNISH AND  INSTALL EXTRA 
LAYERS AND THICKNESS OF GYP. BD. AS REQUIRED TO  MAINTAIN THIS CONTINUOUS 
PLANAR SURFACE.

5. UNLESS OTHERWISE NOTED, "IN-PLANE" WALLS THAT RECEIVE STRUCTURAL SHEATHING 
(I.E., PLYWOOD) SHALL MAINTAIN A CONTINUOUS PLANAR SURFACE. FURNISH AND 
INSTALL EXTRA LAYERS AND THICKNESS OF SHEATING AS REQUIRED TO MAINTAIN THIS 
CONTINUOUS PLANAR SURFACE.

6. PROVIDE ALL FRAMING, BACKING, FURRING, AND BLOCKING REQUIRED FOR CASEWORK, 
GRAB BARS, EQUIPMENT, EXTERIOR CLADDING, AND MATERIALS INSTALLED IN THE 
BUILDING.  CONSIDER RELATED ACOUSTICAL AND FIRE RESISTIVE REQUIREMENTS TO 
ENSURE THAT THE DESIGN MAINTAINS CODE COMPLIANT RATINGS AND HAS INCLUDED 
ALL RELATED SCOPE REASONABLY INFERABLE WITHIN.

7. DISSIMILAR METALS ARE TO BE ISOLATED FROM EACH OTHER WITH PLASTIC ISOLATORS 
OR SIMILAR TO PREVENT GALVANIC CORROSION.

8. JOINT SEALERS SHALL BE REQUIRED AT THE INTERSECTION OF ALL DISSIMILAR 
MATERIALS IN INTERIOR AND EXTERIOR CONDITIONS, U.O.N. GENERAL CONTRACTOR TO 
VERIFY AND INSTALL COMPATIBLE SEALANTS AND MATERIALS AT EACH SUCH CONDITION.

GENERAL INFORMATION

1. THE DRAWINGS AND PROJECT MANUAL ARE PROPERTY OF STEINBERG HART AND ARE 
NOT TO BE USED FOR ANY OTHER PROJECT THAN THE LOCATION SHOWN HEREON. NO 
CHANGES ARE TO BE MADE WITHOUT THE KNOWLEDGE OR CONSENT OF THE ARCHITECT 
OR ENGINEER WHOSE SIGNATURE APPEARS HEREON.

2. THESE GENERAL NOTES APPLY TO ALL ARCHITECTURAL DRAWINGS AND SHEETS 
STAMPED AND SIGNED BY THE AOR WHETHER OR NOT THESE NOTES ARE SPECIFICALLY 
REFERENCED FROM OTHER SHEETS. BECOME FAMILIAR WITH THESE CONTRACT 
DOCUMENTS. REVIEW THE SHEET INDEX TO FAMILIARIZE, LOCATE AND/OR IDENTIFY A 
SPECIFIC TYPE OF SHEET (I.E., PARTITION TYPES). NOT READING AND REVIEWING THIS 
CONTRACT DOCUMENT IN ITS ENTIRETY DOES NOT RELIEVE THE CONTRACTOR OF 
CONSTRUCTION RESPONSIBILITIES.

3. REFER TO THE PROJECT MANUAL SPECIFICATIONS FOR GENERAL INFORMATION, 
PRODUCTS, AND EXECUTION REQUIREMENTS.  REQUIREMENTS OF THE SPECIFICATIONS 
APPLY TO ALL ASPECTS OF THE WORK AND ARE COMPLEMENTARY TO THE INFORMATION 
SHOWN ON THE DRAWINGS.  

4. ARCHITECT HAS PREPARED THESE DOCUMENTS ONLY FOR THE IMPROVEMENTS 
SPECIFIED, DETAILED, AND INDICATED; AND ASSUMES NO RESPONSIBILITY FOR THE 
CONSTRUCTION, MATERIAL, OR EQUIPMENT NOTED, INDICATED, OR SHOWN AS 
“PROVIDED BY OTHERS” OR "NIC".

5. ALL ITEMS SHOWN IN THESE DOCUMENTS ARE NEW UNLESS OTHERWISE NOTED.

6. THESE DOCUMENTS HAVE BEEN PREPARED IN A 36” X 48” FORMAT. ALL SCALE 
REFERENCES ARE INDICATED ACCORDING TO THIS FORMAT.

7. “TYP” INDICATES A FEATURE THAT IS THE SAME WHEREVER THE CONDITION  OCCURS.

8. REFERENCE PLANS ARE PROVIDED TO GIVE OVERALL PLAN VIEWS, ENLARGEMENT 
REFERENCES, EXTERIOR ELEVATION AND SECTION REFERENCES.

9. ACCESSIBILITY DIAGRAMS (G1.03) APPLY TO THE WORK AS REQUIRED.

DIMENSIONING

1. REFER TO THE DIMENSIONS INDICATED OR THE ACTUAL SIZES OF CONSTRUCTION ITEMS. 
WHERE NO DIMENSION OR METHOD OF DETERMINING A LOCATION IS GIVEN, VERIFY THE 
CORRECT DIMENSION OR LOCATION WITH THE ARCHITECT PRIOR TO INSTALLATION.

2. STUD FRAMING DIMENSIONS: DIMENSIONS ARE TO FACE OF STUD UNLESS OTHERWISE 
NOTED.

3. CEILING AND SOFFIT HEIGHTS ARE MEASURED FROM FINISHED FLOOR TO UNDERSIDE OF 
CEILING FINISH, UON.

4. CONCRETE / MASONRY DIMENSIONS:  DIMENSIONS ARE TO FACE OF CONCRETE OR FACE 
OF MASONRY UNLESS OTHERWISE NOTED.

5. SCHEDULED OPENING DIMENSIONS: THE LOCATION TO OPENINGS ARE DIMENSIONED TO 
THE CENTERLINE OF DOOR, WINDOW OR USE THE DIMENSIONS SHOWN ON SCHEDULED 
OPENING UNLESS OTHERWISE NOTED.

6. DATUM ELEVATIONS AT FLOOR LEVELS AND ROOF ARE TO TOP OF SHEATHING, UON.

7. ALL DIMENSIONS NOTED AS “CLR” ARE TO FACE OF FINISH.

8. ALL DIMENSIONS ON THE G4 SHEETS AND INTERIOR ELEVATIONS ARE TO FACE OF FINISH 
UNLESS NOTED OTHERWISE.

PROJECT MANAGEMENT AND COORDINATION

1. REVIEW ALL DRAWINGS, PROJECT MANUAL, ETC. IN ORDER TO ASSURE THE 
COORDINATION OF ALL WORK AFFECTING EACH TRADE.  FAILURE TO REVIEW AND 
COORDINATE THE DRAWINGS AND PROJECT MANUAL SHALL NOT RELIEVE THE 
RESPONSIBLE PARTY FROM PERFORMING ALL WORK SO REQUIRED AS PART OF THE 
CONTRACT.

2. COORDINATE DIMENSIONS BETWEEN THE WORK OF ALL SUBCONTRACTORS AND 
TRADES.

3. COORDINATE LAYOUT AS SHOWN ON THE CONSULTANT DRAWINGS WITH THOSE 
INDICATED ON THE ARCHITECTURAL DRAWINGS.  ALL DISCREPANCIES SHALL BE 
REPORTED TO THE ARCHITECT BEFORE PROCEEDING WITH THE WORK.

4. COORDINATE STUD WALL FRAMING DIMENSIONS AND STUD SIZES WITH WINDOW AND 
DOOR HEAD, JAMB, AND SILL DETAILS. PROVIDE FRAMING AND BLOCKING AS REQUIRED 
TO ACHIEVE THE DESIGN INTENT SHOWN ON THE DETAILS.

5. COORDINATE ALL CEILING AND SOFFIT HEIGHTS WITH THE STRUCTURAL, MECHANICAL, 
ELECTRICAL, PLUMBING, FIRE SPRINKLER, AND OTHER BUILDING SYSTEMS IN ORDER TO 
INSTALL THE FINISHED CEILING HEIGHT INDICATED ON THE DRAWINGS.

6. COORDINATE FLOOR AND ROOF JOIST / TRUSS LAYOUT FRAMING AND STARTING POINTS 
WITH THE ARCHITECTURAL DESIGN INTENT SHOWN ON THE DRAWINGS, INCLUDING: 
EXTERIOR WALL GRILL LOCATIONS, RECESSED LIGHTING DETAILS, AND THE LAYOUT OF 
LIGHT FIXTURE AND OTHER CEILING APPURTENANCES.

BONDS, PERMITS, AND OTHER FEES RELATED TO CONSTRUCTION

1. PROVIDE ALL BONDS, CASH DEPOSITS, ETC. REQUIRED BY THE AHJ TO FACILITATE 
CONSTRUCTION OF THE PROJECT.

2. PAY FOR ALL PERMITS REQUIRED BY LAW FOR THE EXECUTION OF THIS WORK UNLESS 
NOTED OTHERWISE.

3. OBTAIN AND PAY FOR CERTIFICATIONS, INSPECTIONS AND OTHER LEGAL FEES 
REQUIRED, BOTH PERMANENT AND TEMPORARY, INCLUDING PLUMBING, ELECTRICAL, 
AND HIGHWAY PERMITS U.O.N.

FIRE LIFE-SAFETY NOTES

1. WHERE FURRED WALLS, CAVITIES, AND SOFFITS CREATE CONCEALED SPACES FORMED 
BY STUD FRAMING GREATER THAN 6 INCHES BETWEEN THE INSIDE OR NEAR EDGE OF 
THE FRAMING; AND THE CONCEALED SPACE IS NOT PROTECTED BY FIRE SPRINKLERS:  
THE CONCEALED SPACE SHALL BE FILLED ENTIRELY WITH NONCOMBUSTIBLE 
INSULATION.

2. AT CONCEALED WALL SPACES: INSTALL VERTICAL FIREBLOCKING AT CEILING AND FLOOR 
LEVELS; AND INSTALL HORIZONTAL FIREBLOCKING AT 10’-0”MINIMUM AS FOLLOWS:

A. SINGLE STUD WALL SPACES:  2”NOMINAL LUMBER
B. STAGGERED OR DOUBLE STUD WALL SPACES:  NON-COMBUSTIBLE MINERAL WOOL 

BATTS, SECURELY RETAINED IN PLACE.
C. OTHER FURRED CAVITY WALL SPACES:  1/2”GYPSUM BOARD.

05/30/2025 100% SCHEMATIC DESIGN

10/10/2025 100% DESIGN DEVELOPMENT

02/06/2026 100% CONSTRUCTION DOCUMENTS

03/09/2026 BUILDING PERMIT SUBMITTAL

03/23/2026 ISSUE FOR BID
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SCALE:    1/2" = 1'-0"

Toilet Stall Mounting and Accessory Location 5

SCALE:    1/2" = 1'-0"

Wall Hung Lavatory 4

SCALE:    1/2" = 1'-0"

Urinal Mounting Requirements 9

SCALE:    3/8" = 1'-0"

Wheelchair Accessible Toilet Stall - Side Door 1
SCALE:    3/8" = 1'-0"

Wheelchair Accessible Toilet Stall - End Door 2
SCALE:    1/2" = 1'-0"

Ambulatory Toilet Stall 3

SCALE:    1/2" = 1'-0"

Drinking Fountain Or Electrical Water Cooler 8

SCALE:    1 1/2" = 1'-0"

Blocking For Grab Bars 11

SCALE:    1" = 1'-0"

Multiple Lavatory Counter 6
SCALE:    1" = 1'-0"

Counter Mounted Lavatory 7

SCALE:    3/8" = 1'-0"

Wheelchair Accessible Toilet Compartment Toe Clearance 10
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STROKE TO HEIGHT RATIO

STROKE THICKNESS OF THE UPPERCASE LETTER "I" SHALL
BE 15% MAXIMUM OF THE HEIGHT OF THE CHARACTER.

WIDTH TO HEIGHT RATIO

THE UPPERCASE LETTER "0" IS 55% MINIMUM AND 110% 
MAXIMUM OF THE HEIGHT OF THE UPPERCASE LETTER "I".

1

ROUNDED DOT
(ACCEPTABLE)

DOT BASE DIA. 
0.059" - 0.063"

DOT HEIGHT
0.025" - 0.037"

BRAILLE CELL BRAILLE DOT

NOTES:

1.      DIST. BET. 2 DOTS IN THE SAME CELL = 0.090" - 0.100"
2.     DIST. BET. CORRESPONDING DOTS IN ADJACENT CELLS = 0.241" - 0.300"
3.     DIST. BET. CORRESPONDING DOTS FROM ONE CELL DIRECTLY BELOW = 0.395" TO 0.400"

1

2

3

BRAILLE
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.

.

. .

.
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2"
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X

.
5/

8"
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.

EXIT
VISUAL EXIT SIGN NOTES:

1. THE COLOR AND DESIGN OF LETTERING, ARROWS AND OTHER 
SYMBOLS SHALL BE IN HIGH CONTRAST WITH THEIR 
BACKGROUND

2. EXIT SIGNS SHALL HAVE THE WORD "EXIT" ON THE SIGN IN 
BLOCK CAPITAL LETTERS NOT LESS THAN 6" HIGH WITH A 
STROKE OF NOT LESS THAN 3/4". LETTERS SHALL HAVE A 
WIDTH OF NOT LESS THAN 2" EXCEPT FOR THE LETTER "I" AND A 
MINIMUM SPACING BETWEEN LETTERS OF 3/8"

3. EXIT SIGNS SHALL BE INTERNALLY OR EXTERNALLY 
ILLUMINATED.

4. EXIT SIGNS SHALL BE ILLUMINATED AT ALL TIMES. TO ENSURE 
CONTINUED ILLUMINATION FOR A DURATION OF NOT LESS 
THAN 1-1/2 HOURS IN CASE OF PRIMARY POWER LOSS, EXIT 
SIGNS SHALL ALSO BE CONNECTED TO AN EMERGENCY 
ELECTRICAL SYSTEM PROVIDED FROM STORAGE BATTERIES.

TACTILE EXIT SIGN NOTES:

1. TACTILE EXIT SIGNS ARE REQUIRED AT EXIT DOORS LEADING TO 
ENCLOSED EXIT STAIRWAYS AND EXIT DOORS LEADING TO 
OUTSIDE. 

2. TACTILE SIGNS NEED NOT BE PROVIDED WITH ILLUMINATION.
3. SEE SIGNAGE PARAMETERS DIAGRAM FOR TACTILE LETTERING 

REQUIREMENTS.

EXIT DOOR

TACTILE 
EXIT SIGN

VISUAL 
EXIT SIGN

GENERAL NOTES:

1. REFER TO REFLECTED CEILING PLANS, ELECTRICAL PLANS, AND 
SIGNAGE DRAWINGS FOR EXIT SIGN LOCATIONS.

EXIT

1. SIGNS ARE REPRESENTATIONAL ONLY.

2. SEE SIGNAGE DRAWINGS AND DOOR SCHEDULE FOR LOCATION SIGNAGE 
TYPES.

3. REFER TO SIGNAGE DRAWINGS AND SPECIFICATIONS FOR SPECIFIC SIGN 
MATERIALS, SIGN DESIGN & STYLE, COLORS.

4. FINAL ROOM NAMES & NUMBERS MUST BE VERIFIED WITH OWNER PRIOR TO 
FABRICATION. DO NOT USE THE ROOM NAME AND NUMBER LISTED HEREIN.

5. SIZES OF SIGNAGE ON THIS SHEET ARE SHOWN FOR GRAPHIC 
REPRESENTATION ONLY. SEE SIGNAGE DRAWINGS FOR FINAL SIZES. ONLY 
EXCEPTION ARE SIZES OF SIGNAGE MANDATED BY CODES.

NOTES:

A. SIGNS ARE REPRESENTATIONAL ONLY.
B. RAISED CHARACTERS SHALL BE UPPERCASE.
C. RAISED CHARACTERS SHALL BE DUPLICATED IN BRAILLE.
D. CHARACTERS, SYMBOLS, AND THEIR BACKGROUND SHALL HAVE A NON-GLARE FINISH. CHARACTERS AND SYMBOLS 

SHALL CONTRAST WITH THEIR BACKGROUND.
E. RAISED CHARACTERS SHALL BE 1/32 INCH (0.8 MM) MINIMUM ABOVE THEIR BACKGROUND.
F. THE UPPERCASE LETTER "I" SHALL BE USED TO DETERMINE THE ALLOWABLE HEIGHT OF ALL CHARACTERS OF A FONT. 

THE HEIGHT OF THE UPPERCASE LETTER "I" OF THE FONT, MEASURED VERTICALLY FROM THE BASELINE OF THE 
CHARACTER, SHALL BE 5/8 INCH (16 MM) MINIMUM, AND 2 INCHES (51 MM) MAXIMUM.

G. THE UPPERCASE LETTER "O" SHALL BE USED TO DETERMINE THE ALLOWABLE WIDTH OF ALL CHARACTERS OF A FONT. 
THE WIDTH OF THE UPPERCASE LETTER "O" OF THE FONT SHALL BE 55 PERCENT MINIMUM AND 110 PERCENT MAXIMUM 
OF THE HEIGHT OF THE UPPERCASE "I" OF THE FONT.
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.
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IN
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SEE NOTES FOR ALLOWABLE CHARACTER 
WIDTH TO HEIGHT RATIOS

GRADE 2 BRAILLE - SEE BRAILLE & TEXT DIAGRAM

 

CHARACTER SPACING SHALL BE 1/8 INCH (3.2 MM) 
MINIMUM MEASURED AT THE TOP SURFACE OF THE 
CHARACTERS, 1/16 INCH (1.6 MM) MINIMUM MEASURED 
AT THE BASE OF THE CHARACTERS, AND FOUR TIMES 
THE RAISED CHARACTER STROKE WIDTH MAXIMUM.
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_ BRAILLE SPACED 3/8 INCH MIN. (9.5 MM) FROM ANY RAISED 
CHARACTER, RAISED BORDER, OR DECORATIVE ELEMENT.
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WHEN PROVIDED, PICTOGRAMS SHALL HAVE A FIELD HEIGHT 
OF 6 INCHES (150 MM) MINIMUM. CHARACTERS AND BRAILLE 
SHALL NOT BE LOCATED IN THE PICTOGRAM FIELD.
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WALL MOUNTED 
SIGNAGE

F.F.

NOTES:

1. SIGN MATERIAL PER SPECIFICATIONS.
2. SIGNS CONTAINING RAISED CHARACTERS AND BRAILLE SHALL BE LOCATED SO THAT A CLEAR FLOOR SPACE OF 18 

INCHES MINIMUM BY 18 INCHES MINIMUM, CENTERED ON THE TACTILE CHARACTERS, IS PROVIDED.
3. WHERE A SIGN CONTAINING RAISED CHARACTERS AND BRAILLE IS PROVIDED AT A DOOR, THE SIGN SHALL BE 

ALONGSIDE THE DOOR AT THE LATCH SIDE. 
4. WHERE A SIGN CONTAINING RAISED CHARACTERS AND BRAILLE IS PROVIDED AT DOUBLE DOORS WITH ONE ACTIVE 

LEAF, THE SIGN SHALL BE LOCATED ON THE INACTIVE LEAF. 
5. WHERE A SIGN CONTAINING RAISED CHARACTERS AND BRAILLE IS PROVIDED AT DOUBLE DOORS WITH TWO ACTIVE 

LEAVES, THE SIGN SHALL BE TO THE RIGHT OF THE RIGHT-HAND DOOR. 
6. WHERE THERE IS NO WALL SPACE ON THE LATCH SIDE OF A SINGLE DOOR, OR TO THE RIGHT SIDE OF DOUBLE DOORS, 

SIGNS SHALL BE ON THE NEAREST ADJACENT WALL.
7. SEE BRAILLE & TEXT DIAGRAM FOR TACTILE LETTERING AND BRAILLE REQUIREMENTS.

UNOBSTRUCTED AREA
PROVIDE

EQ. EQ.

CLR
18" MIN.

3/
8"
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IN

.

C
L

ROOM

NAME

ROOM
NAME

NOTES:

1. STANDARD ROOM SIGNAGE TO BE PROVIDED AT ALL INTERIOR ROOM DOORS. AT ROOMS WITH MULTIPLE DOORS, EACH DOOR 
SHALL RECEIVE A SIGN

2. CHARACTERS AND THEIR BACKGROUND SHALL HAVE A NONGLARE FINISH. CHARACTERS SHALL CONTRAST WITH THEIR 
BACKGROUND, WITH EITHER LIGHT CHARACTERS ON A DARK BACKGROUND OR DARK CHARACTERS ON A LIGHT BACKGROUND.
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003

MEETING
ROOM

QUANTITY: 
REFER TO SIGNAGE PLANS AND SIGNAGE 
SCHEDULE

MATERIAL & FINISH:

1/4" THICK SOLID ACRYLIC TO MATCH PT1

RAISED ACRYLIC LETTERS, FONT: GOTHAM 
COLOR: BLACK 

GRADE 2 WHITE RASTERS RAISED BRAILLE 
LETTERING, OUTSIDE FACE OF SIGN 

3/4" 5 1/2" 3/4"
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NOTE: REFER TO FLOOR PLANS 
FOR ROOM NUMBERS

NOTE: REFER TO FLOOR PLANS 
FOR ROOM NAMES

ARCHITECT

Steinberg Hart
805 Brazos Street
Austin, TX 78701

Tye Preston Memorial Library
16311 S. Access Rd.
Canyon Lake, TX 78133
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PUBLIC ACCESSIBILITY
DIAGRAMS - SIGNAGE

ISSUE FOR BID

SCALE:    1/2" = 1'-0"

Braille & Text 1

SCALE:    1/2" = 1'-0"

EXIT DOOR 2

SCALE:    1/2" = 1'-0"

Signage Parameters 3

SCALE:    3" = 1'-0"

Typical Door Signage Location 5

GENERAL NOTES

SCALE:    6" = 1'-0"

Standard ADA Room Signage Detail 6

02/06/2026 100% CONSTRUCTION DOCUMENTS

03/09/2026 BUILDING PERMIT SUBMITTAL
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OLF:  100

OL:  6

A-3

583 SF

FRIENDS OF THE
LIBRARY

OLF:  300

OL:  1

218 SF

S-1

STORAGE

OLF:  15

OL:  60

A-3

887 SF

MAKERSPACE

OLF:  150

OL:  1

B

145 SF

(E) OFFICE

OLF:  150

OL:  2

155 SF

B

(E) OFFICE
OLF:  150

OL:  1

75 SF

B

BABY ROOM

OLF:  300

OL:  1

119 SF

S-2

STORYTIME
STORAGE

OLF:  15

OL:  37

A-3

551 SF

STORYTIME ROOM

OLF:  150

OL:  11

B

1,547 SF

ADMINISTRATION

OLF:  15

OL:  14

A-3

201 SF

CONFERENCE
ROOM

OLF:  15

OL:  13

A-3

190 SF

CONFERENCE
ROOM

OLF:  150

OL:  1

145 SF

B

STUDY

OLF:  150

OL:  1

77 SF

B

(E) STUDY

OLF:  150

OL:  1

75 SF

B

(E) STUDY

OLF:  150

OL:  3

426 SF

B

WARMING
PANTRY

OLF:  300

OL:  1

39 SF

S-1

JAN.

OLF:  300

OL:  1

42 SF

S-2

PANTRY

OLF:  15

OL:  11

A-3

150 SF

BREAKROOM

OLF:  300

OL:  1

43 SF

S-2

(E) STOR.

OLF:  300

OL:  1

42 SF

S-2

(E). STOR.

OLF:  300

OL:  1

55 SF

S-2

(E) STOR

OLF:  300

OL:  1

267 SF

S-2

STORAGE

OLF:  300

OL:  1

135 SF

S-2

(E) STORAGE

OLF:  50

OL:  20

A-3

961 SF

GATHERING AREA

OLF:  300

OL:  1

129 SF

S-2

(E) I.T.

OLF:  50

OL:  7

308 SF

A-3

SITTING AREA

OLF:  100

OL:  8

724 SF

A-3

JUVENILE
COLLECTION

OLF:  100

OL:  6

553 SF

A-3

CHILDREN'S
COLLECTION

OLF:  50

OL:  20

992 SF

A-3

CHILDREN'S
SEATING / PLAY

AREA

OLF:  300

OL:  1

50 SF

S-2

STORAGE

OLF:  50

OL:  15

707 SF

A-3

READING AREA
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OL:  12
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1,121 SF

ADULT'S & TEENS
COLLECTION

73' - 1" 41' - 4"

39

OLF:  15

OL:  109

1,626 SF

A-3

COMMUNITY
ROOM DINNER

70

FIXED SEATS

N/A

A

COMMUNITY
ROOM THEATRE

SEATING

OL:  60

EXIT DOOR

PROVIDED CLEAR DOOR WIDTH:   32.8"

1

1

64' - 5"

30' - 9"
48' - 6"

145' - 2"

DISTANCE BETWEEN EXITS
20'-5"

31

EXIT DOOR

PROVIDED CLEAR DOOR WIDTH:   69.3"

87

100

21' - 6"

121' - 0"

88

EXIT DOOR

PROVIDED CLEAR DOOR WIDTH:   45.8"

18' - 0"

66' - 5"
OLF:  15

OL:  20
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A-3

COMMUNITY
ROOM STAGE
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A-3
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ROOM LOOSE
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OLF:  15
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COMPUTER
STATIONS

OLF:  50

OL:  7

A-3

311 SF

QUIET READING

OLF:  100

OL:  26

A-3

2,569 SF

ADULT
COLLECTION

OLF:  150

OL:  1

B

104 SF

CIRC. DESK

OLF:  150

OL:  1

B

52 SF

SERVICE POINT
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OLF:  300
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132 SF

STORAGE

1
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OLF:  15
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A-3

74 SF

SITTING AREA
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EXIT DOOR

PROVIDED CLEAR DOOR WIDTH:   72.8"

EXIT DOOR

PROVIDED CLEAR DOOR WIDTH:   33.8"

EXIT DOOR

PROVIDED CLEAR DOOR WIDTH:   33.8"

EXIT DOOR

PROVIDED CLEAR DOOR WIDTH:   33.8"
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'-0
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R= 75'-0"

R= 75'-0"

R= 75'-0
"

R= 75'-0"

3
9

EXIT DOOR

PROVIDED CLEAR DOOR WIDTH:   32.8"

EXIT ACCESS TRAVEL DISTANCE - FROM THE "MOST 
REMOTE STARTING POINT OF AN EGRESS PATH" TO 
AN EXIT. THE DISTANCE SHOWN ALONG THE 
EGRESS PATH INCLUDES THE COMMON PATH OF 
EGRESS TRAVEL DISTANCE

OCCUPANT LOAD AT EXIT DOOR5

B

156 SF
OLF: 150

OL: 2

ROOM
OCCUPANCY CLASSIFICATION

AREA CONSIDERED

OCCUPANT LOAD FACTOR
OCCUPANT LOAD

ROOM OCCUPANCY TAG

COMMON PATH OF EGRESS TRAVEL DISTANCE

REMOTE LOCATION

NON-RATED WALL ASSEMBLY

OLF:  300

OL:  3

781 SF

S-1

F.O.T.L. STORAGE

6

47' - 6"

69' - 5"

OLF:  300

OL:  3

699 SF

S-1

MECHANICAL
ROOM

ARCHITECT

Steinberg Hart
805 Brazos Street
Austin, TX 78701

Tye Preston Memorial Library
16311 S. Access Rd.
Canyon Lake, TX 78133
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Datum Engineers
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FIRE / LIFE SAFETY PLANS -
LEVEL 1 & MEZZANINE

ISSUE FOR BID

SCALE:    1/8" = 1'-0"

FIRE / LIFE SAFETY PLAN - LEVEL 01 1

SCALE:    1/8" = 1'-0"

FIRE / LIFE SAFETY PLAN - LEVEL 01 MEZZ. 2

ROOM NAME AREA OLF TYPE OLF (SF/OCC) OCC. LOAD

LEVEL 01

(E) I.T. 129 SF Gross 300 1

(E) OFFICE 145 SF Gross 150 1

(E) OFFICE 155 SF Gross 150 2

(E) STOR 55 SF Gross 300 1

(E) STOR. 43 SF Gross 300 1

(E) STORAGE 135 SF Gross 300 1

(E) STUDY 77 SF Gross 150 1

(E) STUDY 75 SF Gross 150 1

(E). STOR. 42 SF Gross 300 1

ADMINISTRATION 1,547 SF Gross 150 11

ADULT COLLECTION 2,569 SF Gross 100 26

ADULT'S & TEENS COLLECTION 1,121 SF Gross 100 12

BABY ROOM 75 SF Gross 150 1

BREAKROOM 150 SF Net 15 11

CHILDREN'S COLLECTION 553 SF Gross 100 6

CHILDREN'S SEATING / PLAY AREA 992 SF Net 50 20

CIRC. DESK 104 SF Gross 150 1

COMMUNITY ROOM DINNER 1,626 SF Net 15 109

COMMUNITY ROOM LOOSE SEATING 417 SF Net 7 60

COMMUNITY ROOM STAGE 300 SF Net 15 20

COMMUNITY ROOM THEATRE SEATING 406 SF Gross 0 60

COMPUTER STATIONS 106 SF Net 15 8

CONFERENCE ROOM 201 SF Net 15 14

CONFERENCE ROOM 190 SF Net 15 13

FRIENDS OF THE LIBRARY 583 SF Gross 100 6

LEGENDOCCUPANT LOAD SUMMARY

ROOM NAME AREA OLF TYPE OLF (SF/OCC) OCC. LOAD

GATHERING AREA 961 SF Net 50 20

JAN. 39 SF Gross 300 1

JUVENILE COLLECTION 724 SF Gross 100 8

JUVENILE COLLECTION 77 SF Gross 100 1

MAKERSPACE 887 SF Net 15 60

PANTRY 42 SF Gross 300 1

QUIET READING 311 SF Net 50 7

READING AREA 707 SF Net 50 15

READING AREA 70 SF Net 50 2

SERVICE POINT 52 SF Gross 150 1

SITTING AREA 308 SF Net 50 7

SITTING AREA 74 SF Net 15 5

STORAGE 218 SF Gross 300 1

STORAGE 267 SF Gross 300 1

STORAGE 50 SF Gross 300 1

STORAGE 132 SF Gross 300 1

STORYTIME ROOM 551 SF Net 15 37

STORYTIME STORAGE 119 SF Gross 300 1

STUDY 145 SF Gross 150 1

WARMING PANTRY 426 SF Gross 150 3

562

LEVEL 01 MEZZ.

F.O.T.L. STORAGE 781 SF Gross 300 3

MECHANICAL ROOM 699 SF Gross 300 3

6

05/30/2025 100% SCHEMATIC DESIGN

10/10/2025 100% DESIGN DEVELOPMENT
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